City of Broken Arrow WTP Monthly Operational Report Summary
Water Treatment Plant PWSID# OK 1021508

Reporting Period: [September] [2025]

CiTy OF

BROKEN ARROW

Where op p.orlunity lives

Operating Data Summary

Water Production (MG) . Finished Water Turbidity:
Month Average Day No. Samples % of Total Samples
Raw Water Treated 428.20 14.3 Greater than 0.5 NTU 0 0.00
Finished Water 410.65 13.7 Greater than 0.3 NTU 0 0.00
Greater than 0.1 NTU i 0 0.00
Monthly Chemical Usage (Non-Membrane Usage) Total No. of Turbidity Sample 180
Chemical Total Ibs Ibs/Finished MG Highest Turbidity Reading 0.046
Sodium Hypochlorite 29,530 1,027.3 No. Samples > 1 NTU 0 '
Salt (for hypo generation) 88,589 3,081.8 No. Samples > 5 NTU 0
Liquid Ammonium Sulfate 4,325 10.0
Sodium Permanganate 1,904 2.4 Monthly Costs
Aluminum Chlorohydrate 111,726 - 487 Total $/Finished MG i $/1000 gal
Sodium Hydroxide 8,581 8.0 Plant Electricity $164,376.67 $400.28 $0.4003
Hydrofiuosilisic Acid 1,297 17 Total Chemical $127,498.06 5310.48 $0.3105
Total Labor $113,497.85 $276.38 $0.2764
Total Chlorine Residual: Services $58,392.07 $142.19 $0.1422
No. Samples Materials and Supplies $19,432.22 547.32 50.0473
Total Chiorine Residual <2.0 mg/L Leaving Pant]____ 0| . Equipment Expenses £21,611.37 . $52.63 $0.0526
Total $504,808.24 $1,229.29 $1.2293
Individual Membrane Unit Turbidity Checklist YES/NO
L. IS TURBIDITY FROM EACH INDIVIDUAL MEMBRANE UNIT RECORDED EVERY 15 MINUTES? YES
2. DID ANY SINGLE MEMBRANE UNIT EXCEED 2.0 NTU IN TWQ CONSECUTIVE 15 MINUTE PERIODS? NO

No, Go to Question 3.
Yes, What date was the membrane profile completed?
DID THIS SAME MEMBRANE UNIT EXCEED 2.0 NTU IN 2 CONSECUTIVE 15-MIN PERIODS DURING THE LAST MONTH?
No, Go to Question 3.
Yes, Schedule Comprehensive Performance Evaluation (CPE) with DEQ.
3. DID ANY SINGLE MEMBRANE UNIT EXCEED 1.0 NTU IN TWQ CONSECUHVE 15 MINUTE PERIODS?
No, Go to Question 4.
Yes, What date was the filter profile completed?
DID THIS SAME MEMBRANE UNIT FILTER EXCEED 1.0 NTU IN 2 CONSECUTIVE 15-MIN PERIODS DURING THE LAST 2 MONTHS?
No, Go to Question 4.
Yes, What date was the membrane self-assessment completed?
4. DID ANY SINGLE MEMBRANE UNIT EXCEED 0.5 NTU IN 2 CONSECUTIVE 15-MIN PERIODS AT THE END OF 4 HRS OF OPERATION?
No, You are finished with the checklist.
Yes, What date was the membrane profile completed?

* IF ANY OF QUESTIONS 2 THROUGH 4 ARE CHECKED "YES", YOU MUST
COMPLETE THE TURBIDITY TRIGGER EVALUATION FORM AND ATTACH TO THIS MOR.

Ny

I hereby certify the above to be correct to the best of my knowledge: Notes: Fluoride feed restored on the 3rd.

Signed: %‘]! L ! 2 A A Q:L é]é o 2 10/3/2025
Date

Title: Water Plant Manager

Operator Certificate No. 25369




Public Water System Name: COBA Water Treatment Plant Month: September
PWS ID No.: OK 1621508 Year 2025
Water Production and Recycle Flows
Date Raw Water Pumped to Raw Water Treated (MG) Finished Water Reverse Filtration Lagoon Decant Water
Pre-Sed Basins (MG) Delivered {(MG) Water Used (M_G) Pumped (MG)
1 20.50 12.40 12.30
2 19.07 13.20 12.51 0.66
3 10.79 13.15 12.67 0.65
4 10.82 14.61 13.34 0.48
5 10.84 1234 12.99 0.45
6 10.85 14.18 13.06 0.46
7 10.87 15.09 13.66 0.85
8 10.88 14.44 15.13 0.82
9 10.92 15.59 14.83 0.74
10 11.08 15.61 15.07 0.72
11 20.94 15.78 14.51 0.71
12 20.88 16.59 16.24 0.70
13 20.82 16.16 14.88 0.70
14 20.79 15.46 14.81 0.70
15 20.65 15.20 15.81 0.70
16 10.75 16.67 15.82 0.69
17 10.78 15.78 15.27 0.70
18 10.81 15.37 14.16 0.70
19 10.83 13.50 13.61 0.69
20 10.85 14.42 12.86 0.68
21 10.85 13.26 11.99 0.68
22 10.87 11.96 11.76 0.66
23 10.88 12.13 11.59 0.66
24 10.88 11.59 11.59 0.57
25 10.88 12.59 11.66 0.29
26 11.01 11.86 12.83 .02
27 21.08 14.39 13.44 0.02
28 20.99 14.57 13.97 0.35
29 20.97 15.59 14.47 0.76
30 20.90 14.33 13.84 0.74
31
TOTAL 434.02 428,20 410.65 0.00 17.54
AVG 1447 14.27 13.69 #DIV/O! 0.60
MAX 21.08 16.67 16.24 0.00 0.85
MIN 10.75 11.5% 11.58 0.00 0.02




Public Water System Name: COBA Water Treatment Plant Month:  September

PWS ID No.: 0K 1021508 Year: 2025

TOTAL CHEi’“‘IICAL COST: $127,498

Cost Per MG Treated $297.76 Cost Per MG Delivered $310.48 Non-Membrane System Chemical Usage

Million Gallons Treated  428.20 Million Gallons Deliverad 410.65

o Hypoirl}’féfg; - Liqs;ﬂ;if :tr:r(nl—(;r;;rm Permaizc:san:e - Chﬂ’?ﬁgggte Sodium( :F\{;iroxide Hydrofi (u:sg;suc Acid

gal/day Ib/day gél/day Ib/day gal/day Ib/day gal/day lbfday |- gél/day Ib/day gal/day |b/day

1| 10546 | 73822 | 1066 | 11172 458 | 88.62 564 315152 | 735 191.56 0.0 . 0.00
2| 13943 | 976.04 | 1308 | 137.10 435 | 84.20 638 3565.65 | 839 218.77 00 | 0.00
3| 12,914 | 904.00 | 1246 | 130.55 245 | 4737 601 335744 | 799 208.32 100 | 1829
4| 14472 © 1013.02 | 1403 | 147.02 245 47.49 681 3807.01 | 89.9 234.37 26.1 47.56
5| 13,410 | 938.68 | 1292 | 13540 24.6 47.59 624 3485.09 | 825 215.06 | 239 43.58
6| 13552 | 94862 | 1304 | 136.66 24.6 47.64 623 348363 | 831 216.50 24.1 43.86
7| 14006 | 98675 | 1423 | 149.08 24.6 47.69 693 i 387401 | 912 237.56 26.5 48,25
8] 14,263 | 9984L | 1456 & 152.57 247 | 47.74 710 3969.02 | 94.0 244.89 273 | 4975
9] 14,792 | 1035.42 | 1538 | 161.23 248 | 47.93 750 | 419350 | 57.5 149.99 89 | 5270
10| 14335 . 1003.46 { 1461 | 153.09 248 - 4814 718 4011.03 | 95.0 247.51 276 | 5032
11| 14432 | 1010.25 | 1453 | 15230 475 | 9191 716 400166 | 94.5 246.37 275 | 50.06
12| 16164 | 113146 | 1629 | 17075 | 474 | 9166 B04 | 449165 | 1057 = 275.53 308 | 5613
13] 14881 | 104165 | 1453 | 152.30 47.2 91.42 719 401557 | 945 | 246.28 27.5 50.06
14| 15730 | 1100.07 | 1485 | 15565 | 47.2 91.25 736 . 411523 | 964 | 251.17 28.0 51.06
15| 16497 | 1154.81 | 1566 | 164.14 47.1 91.09 765 427342 | 1007 | 262.32 293 53.39
16| 17,013 | 1190.92 | 1624 | 170.22 24.4 47.20 776 433362 | 103.0 | 26833 30.0 54.64
17) 16973 | 1188.11 ] 1583 | 165.94 24.4 47.31 754 421315 | 1003 ; 261.38 29.2 53.26
18] 14,748 | 1032.36 | 1378 | 14443 24.5 47.45 655 3662.63 | 87.5 228.12 25.4 46.35
19| 15413 | 1078.8% | 1435 | 150.39 246 47.52 684 382016 | 1668 | 434.82 26.5 48.27
20| 13670 | 956.90 | 1279 | 134.05 24.6 47.62 611 | 341450 | 1556 | 405.66 236 | 43.02
21| 12803 | 89620 | 1225 | 12833 24.6 47.61 582 325106 | 1352 | 352.28 226 41.19
22| 12,075 | 84526 | 1167 | 122.28 24.7 47.70 554 3096.07 | 1288  335.81 215 39.25
23| 12599 | ssto0 | 1210 | 12686 247 47.75 575 | 321162 | 1337 34853 224 40.72
24 11,785 | 82492 | 1148 | 12035 24.7 47.76 542 3027.27 | 127.0 © 330.98 21.2 38.63
25| 12,453 © e71.71 | 1234 | 12930 24.7 47.77 584 326249 | 1363 , 355.27 2.8 41.50
26| 13,031 91216 | 1282 & 134.37 247 47.84 608 | 3399.99 | 1415  368.88 237 43.13
27| 13,646 95522 | 1352 14172 47.8 92.50 647 | 3617.67 | 1503 39164 25.1 45.78
28] 13905 & 973.34 | 1433 15021 47.6 92.16 695 388227 | 1S53 404.78 27.0 49.10
25| 13,702 959.16 | 1408 . 147.57 47.6 92.08 690 385296 | 1241 32334 26.6 48,51
30| 14012 980.83 | 1426 14940 474 91.75 695 3884.64 | 1245  324.58 27.0 49.11
31 ‘

TOTAL | 421,853 | 29,530 | 4,127 4,325 984 1,904 19,995 | 111,726 | 3,292 8,581 712 1,297

AVG 14,062 | 984.32 138 144.17 33 63.46 666 3724.18 110 286.02 24 43.25

MAX 17,013 | 1190.92 163 170.75 48 92.50 804 4491.65 167 434.82 31 56.13

MIN 10,546 | 738.22 107 111.72 24 47.20 542 3027.27 58 149.99 0 0.00

CoST $16,637.49 $7,474.20 $14,049.82 $78,207.86 $7,207.72 $3,920.97

§/MG $38.85 $17.46 532.81 $182.64 516.83 $9.16




Public Water System Name: COBA Water Treatment Plant
PWS ID No.: 0K 1021508

Month: September

Year: 2025

pH (by Continuous Reading Analyzers)

Hardness and Alkalinity - Finished Water Grab Samples

Alkalinity (ppm as CaCO;)

bate| Membrane Filtrate Finished Water Hardness (ppm) Phenol Phenol Total Total CaCo,
- : - Stability
Daily Max Daily Min Daily Max Daily Min AM PM AM PM AM PM
1 8.0 7.8 152.00 152.00 0.00 0.00 162.00 103.00 5.00
2 76 7.5 7.8 ; 7.7 154.00 151.00 0.00 0.00 105,00 103.00 5.00
3l 76 | 74 7.8 7.7 154.00 152.00 0.00 0.00 101.00 104.00 5.00
4 78 7.4 7.7 3 7.5 150.00 152.00 0.00 0.00 102.00 101.00 4.00
5| 27 7.5 7.6 7.5 152,00 150.00 0.00 0.00 102.00 101.00 3.00
8 7.7 76 7.7 7.6 155.00 152.00 0.00 0.00 104.00 59.00 2.00
71 77 1 76 7.7 7.7 153.00 151.00 .00 0.00 104.00 99.00 0.00
8| 77 i 78 7.7 ‘ 7.7 149.00 151.00 0.00 0.00 98.00 102.00 2.00
5] 77 7.7 7.7 7.5 151.00 150.00 0.00 0.00 100,00 59,00 2.00
of 77 | 76 7.7 7.6 151.00 150.00 0.00 0.00 $7.00 100.00 2.00
|l 727 | 7 7.7 7.7 156.00 150.00 0.00 0.00 103.00 100,00 -2.00
12f 76 7.5 7.7 75 153.00 150.00 0.00 0.00 101.00 100,00 1.00
13l 76 | 75 7.6 7.5 156.00 148.00 0.00 .00 101.00 101.00 -3.00
| 75 75 7.5 7.5 150.00 149.00 0.0¢ 0.00 100.00 101.00 5.00
15| 75 | 7.4 7.5 7.4 149.00 149.00 0.00 0.00 99,00 160.00 1.00
18] 74 | 74 7.4 7.4 148.00 148.00 0.00 0.00 100,00 101.00 -2.00
| s 0 74 7.4 7.4 154.00 149.00 0.00 0.00 102.00 100.00 4,00
18] 75 | 74 7.4 ! 7.4 148.00 148.00 0.00 0.00 191.00 102.00 10,00
18] 75 1 74 7.8 7.4 150.00 146.00 0.00 0.00 104.00 104.00 4,00
0| 75 7.4 7.8 7.7 145.00 148.00 0.00 0.00 105.00 104.00 2.00
2| 78 7.6 7.9 7.8 148.00 150.00 0.00 .00 107.00 105.00 0.00
2| 78 76 7.9 : 7.8 148.00 148,00 0.00 0.00 104.00 105.00 3.00
w77 ;75 7.9 ; 7.8 149.00 151.00 0.00 0.00 104.00 106.00 3.00
2| 76 1 76 7.9 7.8 145.00 150.00 0.00 0.00 106.00 106.00 3.00
| 77 1 76 7.9 , 7.9 144.00 147.60 0.00 0.00 106.00 109.00 3.00
v 78 8.0 . 7.9 146.00 143.00 0.00 0.00 108.00 107.00 8.00
w| 77 | 76 8.0 7.9 343,00 149.00 0.00 0.00 107.00 107.00 6.00
B 727 76 8.0 79 150.00 146,00 0.00 0.00 109.00 107.00 3.00
o 77 | 76 7.9 7.7 146.00 146,00 0.00 0.00 107.00 107.00 5.00
3 17 76 7.9 7.7 141.00 143,00 0.00 0.00 107.00 107.00 2.00
31
AVG 150 149 0 0 103 103 3
MAX 7.7 7.7 8.0 7.9 156 152 0 0 109 109 10
MIN 7.4 7.4 7.4 7.4 141 143 0 0 97 59 -3




Public Water System Name: COBA Water Treatment Plant

Month: September

PWS ID No.: 0K 1421508 Year: 2025
Turbidity (NTU) Continuous Reading Analyzers Chiorine ﬁﬁfg:3:’5,?;2;‘;?“??":7;::2‘" mg/L)
Date . Finished Water (Highest Reading in 4-hour Period) Finished Water Total Chlorine (Min. in 4 Hour Period)
12:00 AM 4:00 AM 8:00 AM 12:00 PM 4:00 PM 8:00 PM 12:00 AM 4:00 AM 8:00 AM 12:00 PM 4:00 PM 8:00 PM
1 0.03 0.04 0.03 0.03 0.04 0.03 3.90 4.00 3.90 3.90 4.00 4.10
2 c.02 0.02 0.02 0.02 0.02 0.02 3.95 3.99 4.02 3.99 395 3.95
3 0.02 0.02 0.02 0.03 0.02 0.02 3.9 3.94 3.93 3.93 3.93 3.95
4 0.02 0.02 0,02 0.02 0.02 0.02 3.92 3.97 4.02 4.02 3.98 3.95
5 0.02 0.02 0.02 0.02 0.02 0.02 3.98 3.88 3.79 ~3.80 3.87 391
6 0.02 0.02 0.02 0.02 0.02 0.02 3.94 401 4.03 4.04 4.01 4.00
7 0.02 0.62 0.02 0.02 0.02 0.02 3.93 3.94 3.98 4.02 4.00 3.95
8 0.02 0.03 0.02 0.02 0.02 0.02 3.95 3.93 3.84 3.89 391 3.93
g 0.02 0.02 0.02 0.02 0.02 0.02 3.75 3.95 3.98 398 3.95 3.99
10 0.02 0.02 0.02 0.02 0.02 0.02 394 3.80 3.7% 3.78 3.83 3.90
11 0.02 0.02 0.02 0.02 0.02 0.02 3.88 3.93 3.95 3.94 3,92 391
12 0.02 0.02 0.02 0.02 0.02 0.62 391 3.83 3.83 350 - 3.90 3.96
13 0.02 0.02 0.02 0.02 0.02 0.02 3.87 3.87 3.84 3.79 3.81 3.84
14 0.02 0.02 0.02 0.02 0.02 0.02 3.86 3.88 3.89 3.88 3.85 3.88
15 0.02 0.02 0.02 0.02 0.02 0.02 3.89 3.85 3.82 3.80 3.80 3.87
18 0.02 0.02 0.02 0.02 0.02 0.02 392 3.80 3.93 3.92 3.92 3.81
17 0.02 0.02 0.02 0.02 0.02 0.03 391 3.9 3.89 3.88 3.87 3.90
18 0.02 0.02 0.02 0.02 0.02 0.02 3.76 3.93 3.90 3.86 3.82 3.75
1§ 0.02 0.02 0.02 0.02 0.02 0.02 3.96 3.74 3.76 3.79 3.84 3.89
20 0.02 0.02 0.02 0.02 0.02 0.02 3.96 3.97 3.92 391 3.92 3.50
21 0.02 0.02 0.02 0.02 0.02 0.02 3.94 3.99 4,01 3.98 3.95 3.4
22 0.02 0.02 0.0z 0.02 0.02 0.02 3.91 3.92 3.90 3.89 3.88 3.88
23 0.02 0.02 0.02 0.02 0.03 0.02 3.94 3.50 3.93 391 3.91 3.91
24 0.02 0.02 0.02 0.02 0.02 0.02 3.96 3.92 3.90 392 3.93 3.96
25 0.02 0.02 0.02 0.02 0.03 0.02 3.96 3.97 3.8 395 3.95 3.93
26 6.02 0.02 0.02 0.02 0.02 0.02 4.03 3.53 3.89 3.88 3.90 4.00
27 0.02 0.02 0.02 0.02 0.03 0.02 3.95 406 4.05 4,06 4,06 4,01
28 0.05 0.02 0.02 0.02 0.02 0.02 391 3.89 2.71 3.89 3.52 3.3
29 0.02 0.02 a.02 0.02 0.02 0.02 393 3.8% 3.82 3.82 3.86 3.93
30 0.02 0.02 0.02 0.02 0.02 0.02 3.92 3.87 3.82 381 3.85 3.89
31
AVG 0.02 0.02 0.02 0.02 0.02 0.02 3.9 3.9 3.9 3.5 3.9 3.9
MAX 0.05 0.04 0.03 0.03 0.04 0.03 4.0 4.1 4.1 4.1 4.1 41
MIN 0.02 0.2 0.02 0.02 0.02 0.02 37 37 2.7 38 3.8 37
Finished Water Turbidity Summary and Statistics
R
Turbidity Greater Than 0.5 NTU 0 0
Turbidity Greater Than 0.3 NTU 0 0
Turbidity Greater Than 0.1 NTU % 0

Total Mumber of Turbidity Samples | 130




PWSID 1021508 SYSTEM COBA WTP MGNTH September
*Type of Material Applied  Hydrofluosilicic Acid YEAR 2025
RESIDUAL F, ppm
Date Water Treated APPLIED RESIDUAL F, ppm (RAW) (FINISHED WATER)
1,000s of Gallon LBS/DAY PPMof F AM PM AM PM

1 12,300 0 0.00 0.37 0.25 0.04 0.09
2 12,510 0 0.00 0.27 0.06 0.17 0.00
3 12,674 18 0.17 0.08 0.51 0.07 0.34
4 13,343 48 .0.43 0.17 0.43 0.36 0.58
5 12,988 44 0.40 0.19 0.37 0.50 0.75
6 13,060 44 0.40 0.24 0.67 0.57 0.38
7 13,660 48 0.42 0.31 0.17 0.62 0.48
8 . 15,127 50 0.39 0.28 0.18 0.65 0.48
9 14,826 53 0.43 0.36 0.28 0.49 0.61
10 15,075 50 0.40 0.16 0.30 0.47 0.58
11 14,515 50 0.41 0.30 0.38 0.60 0.72
12 16,235 56 0.41 0.17 0.28 0.38 0.38
13 14,878 50 0.40 0.46 0.42 0.81 0.71
14 14,805 51 0.41 0.15 0.21 0.68 0.50
15 15,813 53 0.40 0.05 0.30 0.49 0.53
16 15,821 55 0.41 0.41 0.18 0.72 0.53
17 15,266 53 0.42 0.35 0.34 0.64 0.63
18 14,159 46 0.39 0.13 0.28 0.36 0.65
19 13,614 43 0.43 0.18 0.49 0.47 0.62
20 12,855 43 0.40 0.08 0.40 0.45 0.75
21 11,990 41 0.41 0.20 0.20 0.53 0.67
22 11,756 39 0.40 0.12 0.17 0.33 0.45
23 11,587 41 0.42 . 0.07 0.12 0.54 0.48
24 11,591 39 0.40 0.03 0.10 0.48 0.44
25 11,661 42 0.43 0.15 0.10 0.43 0.49
26 12,825 43 0.40 0.15 0.08 0.39 0.41
27 13,439 46 0.41 0.21 0.30 0.57 0.63
28 13,973 49 0.42 0.18 0.18 0.58 0.55
29 14,469 49 0.40 0.10 0.32 0.33 0.55
30 13,838 49 0.43 0.15 0.18 0.53 0.61
31

Total 410,652 1,297

Avg. 13,688 43 0.38 0.20 0.26 0.48 0.52

*Example: Sodium Fluoride, Sodium Fluorosilicate (Sodium Silicofluoride), and

Fluorosilicic Acid (Hydrofluosilicic Acid)

It is required that this report be received by the 10th of the following manth.

SEND TO: QSDH-Dental Health Services AND

Notes:

1000 N.E. Tenth Street

Oklahoma City, 0K 73117-1259

PO Box 1677

Fluoride feed restored on the 3rd.

Dept of Envirenmental Quafity

Oklahoma City, OK 73101-1677

I hereby certify the above to be
correct to the best of my knowledge.

signed M;%

Titie: Water Plant Manager

City _Broken Arrow

ODH Form No. 561 / DEQ Form 631-001




Public Water System Name: COBA Water Treatment Plant Month: September

| PWSIDNo.: OK 1021508 Year: 2025
3 ; Distribution Total Chlorine mg/L Distribution Total Chlorine mg/L
Date| ‘ A.M. Sample P.M. Sample
: . Time Location img/L?Sampler Time J Location lmg/LiSampIer
1 ' 11:55 2909 E. Montpelier St.  |3.70| Ram. | 13:13 702 E. Mason Dr. 3.40 " R.M.
2 09:26 4217 W. Toledo St. 3.20 M.L. | 12200 | 1116 W. GrangerSt. |3.20} M.L
3 0827 | 137255.124thE. Ave. 280 M.L | 14:10 |  18255. Maple Ave. | 3.20; M.L.
4 08:17 608 E. Perisacola St.  '3.10| M.L. | 12:11 ] 18175S. willowAve. |3.00] M.L
5 08:32 1065.68thst. 350! mL [ 12:44 1514 E. Boston Ct. 3.40] M.L.
6  11:31 |  7900E.NormanSt.  ;3.90| SB | 12:10| 3751 N.AspenAve :3.10| sB
7 | 11:30 1304 E. Boise St. 3700 TR, | 12210 1116 W.GrangerSt. | 3.20|. TR.
8 | 09:57 1200 E. Dover St. 350 M.L | 1441 1607 W. Fulton PI.  ,3.40  M.L.
9 ° 08:53 5005 S. Lions Ave. 350" M.L 12:38 1005 N. Willow Ave. 3.60 M.L.
10 | 09:43 7900 E.NormanSt.  |3.60 ML | 12:50 1 4608 W.Eagle PassSt. | 3.40 M.L
11 = 08:36 12314 E. 126th PI 13.10] M.L | 12:37 1 1507 W. Vicksburg Pl | 3.90 M.L
12 09:30 800 N. Aspen Ave ‘310, M.L | 13:08  915E. JacksonvilleSt. |3.90° M.L
13 = 08:35 6057S.353rdE. Ave  |3.90| SB | 16:15  36500E.66thSt.S. 3.80 SB
14 | 11:47 72135.DennisBlvd.  '3.90| RM. | 13:40  702E.MasonDr.  3.80 RM.
15 | 09:50 2909 E. Montpelier St.  :3.00] M.L. | 15:47 | 1101. 75th St. 350 M.L
16 | 08:15 3706 S. Orange Cir. 1250 mM.L. | 13:07 ' 1116 W. Granger St. - 3.00 ; M.L.
17 | 08:19 700 N. Willow Ave. /3.40| M.L. | 12:40 | 629 S. 75th St. 340 ML
18 | 09:23 4117 S. Elm Ave. 270, M.S. | 12:57 3201 N. 5th St. 370 AR
19 1| 09:28 1421 E.5an DiegoSt.  3.60, M.L | 13:55 233 E. College St. 13100 ML
20 ; 08:41 | 36500E.66thSt.S.  400| SB | 1550 ! 60575.353rdE.Ave  3.60] S.B
21 | 11:48 | 1116 W.GrangerSt. 3.50| TR. | 12:31 2700 N. 7th St. '3.40| TR
22 | 08:44 2513 5. Dennis Blvd.  3.90] AR. | 12:41 13000 E. 68th St. 13.601 AR
23 | 08:43 8017 S. Peach Ave. 1330 AR. | 12:17. 3025N.AspenAve. 3.40  AR.
24 | 09:11 4214 W. Twin Oaks Pl.  13.30| AR. | 13:26 524 W. lola St. 12,60 AR
25 | 853 , 7900 E. Norman St. 23.90 AR. | 13:30 2120 N. Yellowood Ave. 3.80 ' A.R.
26 | 853 ©  7900ENormanSt 390 AR | 13:30 2120 N Yellowood Ave | 3.80, AR
27 | 11:56 - 3611 Nlronwood Pl. 1 3.60° ME | 12:46 3621 S Elm St. 14.00] ME
28 | 11:55  36500E66thSt.S. 410, RM. | 18:25  60575.353rdE.Ave. | 4.00| RM.
29 | 09:37 BOOE.SeattleSt.  3.80. M.L | 13:12  7913S.ElderAve.  3.50 M.L
30 0815  37295. Elder Blvd. 360 ML | 1409 401 S. 64th St. 1370 M.L
Average 3.49 Average 3.43
Min. 2.50 Min. 2.60

Max. 4.10 Max. 4.00




